
Item 1: Ground braid lugs and crimp corrected. 
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Item #2: Cast bronze grounding clamp for rack ground braid. Used on both racks. 

 



Item 3: Install railing behind LI rack. 

 

 

Item 4: Attach UPS Caution labels. 

 

 



Item 5: Notify Fire Dept. regarding access. Cotter pins installed on east side horizontal railings. 

 

 


